
EMSL Analytical, Inc.
7 Constitution Way, Suite 107 Woburn, MA  01801

Tel/Fax: (781) 933-8411 / (781) 933-8412

http://www.EMSL.com / bostonlab@emsl.com

131605678EMSL Order:

Customer ID: UEC63

Customer PO:

Project ID:

Attention: Phone:Ammar Dieb (617) 984-9772

Fax:Universal Environmental Consultants (508) 628-5488

Received Date:12 Brewster Road 11/18/2016  2:55 PM

Analysis Date:Framingham, MA  01702 11/22/2016

Collected Date:

Project: 6 Cherry Street, Ashland, MA

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 

Light Microscopy

Sample Description Appearance % Fibrous % Non-Fibrous

Non-Asbestos Asbestos

% Type

1

131605678-0001

50% ChrysotileNon-fibrous (Other)20%Cellulose30%Gray

Fibrous

Homogeneous

Basement - Pipe 

Insulation

2

131605678-0002

50% ChrysotileNon-fibrous (Other)20%Cellulose30%Gray

Fibrous

Homogeneous

Basement - Pipe 

Insulation

3

131605678-0003

50% ChrysotileNon-fibrous (Other)20%Cellulose30%Gray

Fibrous

Homogeneous

Basement - Pipe 

Insulation

4

131605678-0004

None DetectedNon-fibrous (Other)98%Hair2%White

Fibrous

Homogeneous

Basement - 

Basement Ceiling 

Plaster

5

131605678-0005

None DetectedNon-fibrous (Other)98%Hair2%White

Fibrous

Homogeneous

Basement - 

Basement Ceiling 

Plaster

6

131605678-0006

None DetectedNon-fibrous (Other)98%Hair2%White

Fibrous

Homogeneous

Basement - 

Basement Ceiling 

Plaster

7

131605678-0007

15% ChrysotileNon-fibrous (Other)85%Gray

Fibrous

Homogeneous

Basement - Transite 

Debris

8

131605678-0008

15% ChrysotileNon-fibrous (Other)85%Gray

Fibrous

Homogeneous

Basement - Transite 

Debris

9

131605678-0009

None DetectedNon-fibrous (Other)2%Cellulose98%Brown

Fibrous

Homogeneous

1st Floor - Paper 

Under H/W Floor

10

131605678-0010

None DetectedNon-fibrous (Other)2%Cellulose98%Brown

Fibrous

Homogeneous

1st Floor - Paper 

Under H/W Floor

11

131605678-0011

None DetectedNon-fibrous (Other)100%Tan

Non-Fibrous

Homogeneous

1st Fl. Pantry - Fake 

Ceramic Wall Glue

12

131605678-0012

None DetectedNon-fibrous (Other)100%Tan

Non-Fibrous

Homogeneous

1st Fl. Pantry - Fake 

Ceramic Wall Glue

13

131605678-0013

None DetectedNon-fibrous (Other)5%Cellulose95%Tan

Fibrous

Homogeneous

1st Fl. Vertical Pipe 

Chase - Insulation 

Paper

14

131605678-0014

None DetectedNon-fibrous (Other)5%Cellulose95%Tan

Fibrous

Homogeneous

1st Fl. Vertical Pipe 

Chase - Insulation 

Paper

15

131605678-0015

None DetectedNon-fibrous (Other)90%Cellulose10%Gray/Tan

Fibrous

Homogeneous

Attic - Sheetrock 

Board

16

131605678-0016

None DetectedNon-fibrous (Other)90%Cellulose10%Gray/Tan

Fibrous

Homogeneous

1st Floor - Sheetrock 

Board
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Non-Asbestos Asbestos

% Type

17

131605678-0017

None DetectedNon-fibrous (Other)20%Cellulose80%Tan/White

Fibrous

Homogeneous

2nd Fl. Ceiling - 1x2 

SAT

18

131605678-0018

None DetectedNon-fibrous (Other)20%Cellulose80%Tan/White

Fibrous

Homogeneous

2nd Fl. Ceiling - 1x2 

SAT

19

131605678-0019

None DetectedNon-fibrous (Other)20%Cellulose80%Brown/White

Fibrous

Homogeneous

2nd Fl. Ceiling - 1x1 

SAT

20

131605678-0020

None DetectedNon-fibrous (Other)20%Cellulose80%Brown/White

Fibrous

Homogeneous

2nd Fl. Ceiling - 1x1 

SAT

21

131605678-0021

None DetectedNon-fibrous (Other)30%Cellulose70%Gray/Black

Fibrous

Homogeneous

Basement - 

Basement Linoleum

22

131605678-0022

None DetectedNon-fibrous (Other)30%Cellulose70%Gray/Black

Fibrous

Homogeneous

Basement - 

Basement Linoleum

23

131605678-0023

None DetectedNon-fibrous (Other)30%Cellulose70%Tan/Black

Fibrous

Homogeneous

Attic - Brown 

Linoleum

24

131605678-0024

None DetectedNon-fibrous (Other)30%Cellulose70%Tan/Black

Fibrous

Homogeneous

Attic - Brown 

Linoleum

25

131605678-0025

None DetectedNon-fibrous (Other)70%Cellulose30%Brown/Black

Fibrous

Homogeneous

Attic - Color Block 

Linoleum

26

131605678-0026

None DetectedNon-fibrous (Other)70%Cellulose30%Brown/Black/Green

Fibrous

Homogeneous

Attic - Color Block 

Linoleum

27

131605678-0027

None DetectedNon-fibrous (Other)60%Cellulose40%Red/Black/Green

Fibrous

Homogeneous

2nd Floor - Brown 

Pattern Linoleum

28

131605678-0028

None DetectedNon-fibrous (Other)60%Cellulose40%Red/Black/Green

Fibrous

Homogeneous

2nd Floor - Brown 

Pattern Linoleum

29

131605678-0029

None DetectedNon-fibrous (Other)60%Cellulose

Synthetic

30%

10%

Gray/Tan

Fibrous

Homogeneous

1st Floor - Brown 

Square Linoleum

30

131605678-0030

None DetectedNon-fibrous (Other)60%Cellulose

Synthetic

30%

10%

Gray/Tan

Fibrous

Homogeneous

1st Floor - Brown 

Square Linoleum

31

131605678-0031

None DetectedNon-fibrous (Other)60%Cellulose40%Tan/Black

Fibrous

Homogeneous

1st Floor - Tan and 

Red Linoleum

32

131605678-0032

None DetectedNon-fibrous (Other)60%Cellulose40%Tan/Black

Fibrous

Homogeneous

1st Floor - Tan and 

Red Linoleum

33

131605678-0033

None DetectedNon-fibrous (Other)100%Pink

Non-Fibrous

Homogeneous

2nd Floor Bathroom - 

9x9 VFT Pink

34

131605678-0034

None DetectedNon-fibrous (Other)100%Pink

Non-Fibrous

Homogeneous

2nd Floor Bathroom - 

9x9 VFT Pink

35

131605678-0035

None DetectedNon-fibrous (Other)100%Tan

Non-Fibrous

Homogeneous

On #33 - Brown Glue
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36

131605678-0036

None DetectedNon-fibrous (Other)100%Tan

Non-Fibrous

Homogeneous

On #34 - Brown Glue

37

131605678-0037

None DetectedNon-fibrous (Other)98%Hair2%Gray

Fibrous

Homogeneous

Attic - Plaster

38

131605678-0038

None DetectedNon-fibrous (Other)98%Hair2%Gray

Fibrous

Homogeneous

Attic - Plaster

39

131605678-0039

None DetectedNon-fibrous (Other)98%Hair2%Gray

Fibrous

Homogeneous

Attic - Plaster

40

131605678-0040

None DetectedNon-fibrous (Other)98%Hair2%Gray

Fibrous

Homogeneous

2nd Floor - Plaster

41

131605678-0041

None DetectedNon-fibrous (Other)98%Hair2%Gray

Fibrous

Homogeneous

2nd Floor - Plaster

42

131605678-0042

None DetectedNon-fibrous (Other)98%Hair2%Gray

Fibrous

Homogeneous

2nd Floor - Plaster

43

131605678-0043

None DetectedNon-fibrous (Other)98%Cellulose2%Gray

Fibrous

Homogeneous

1st Floor - Plaster

44

131605678-0044

None DetectedNon-fibrous (Other)98%Cellulose2%Gray

Fibrous

Homogeneous

1st Floor - Plaster

45

131605678-0045

None DetectedNon-fibrous (Other)98%Cellulose2%Gray

Fibrous

Homogeneous

1st Floor - Plaster

46

131605678-0046

None DetectedNon-fibrous (Other)100%Gray

Non-Fibrous

Homogeneous

Exterior Wood 

Windows - Window 

Glaze

47

131605678-0047

None DetectedNon-fibrous (Other)100%Gray

Non-Fibrous

Homogeneous

Exterior Wood 

Windows - Window 

Glaze

48

131605678-0048

None DetectedNon-fibrous (Other)100%Gray

Non-Fibrous

Homogeneous

Old Wood Storm 

Windows - Storm 

Window Glaze

49

131605678-0049

None DetectedNon-fibrous (Other)100%Gray

Non-Fibrous

Homogeneous

Old Wood Storm 

Windows - Storm 

Window Glaze

50

131605678-0050

None DetectedNon-fibrous (Other)98%Hair2%Gray

Fibrous

Homogeneous

Exterior Wall Surface 

- Exterior Wall Plaster 

Stucco

51

131605678-0051

None DetectedNon-fibrous (Other)98%Hair2%Gray

Fibrous

Homogeneous

Exterior Wall Surface 

- Exterior Wall Plaster 

Stucco

52

131605678-0052

None DetectedNon-fibrous (Other)98%Hair2%Gray

Fibrous

Homogeneous

Exterior Wall Surface 

- Exterior Wall Plaster 

Stucco
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Analyst(s)

Kevin Pine (52) Steve Grise, Laboratory Manager

or Other Approved Signatory

EMSL maintains liability limited to cost of analysis .  This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL.  EMSL bears no 

responsibility for sample collection activities or analytical method limitations.  Interpretation and use of test results are the responsibility of the client.  This report must not be used by the client to claim 

product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government .   Non-friable organically bound materials present a problem matrix and therefore EMSL 

recommends gravimetric reduction prior to analysis.  Samples received in good condition unless otherwise noted.  Estimated accuracy, precision and uncertainty data available upon request. Unless 

requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single sample. Reporting limit is 1%

Samples analyzed by EMSL Analytical, Inc. Woburn, MA NVLAP Lab Code 101147-0, CT PH-0315, MA  AA000188, RI AAL-107T3, VT AL998919, Maine Bulk Asbestos BA039
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